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INDEX OF DRAWINGS GENERAL NOTES INFECTION CONTROL RISK ACCESSMENT FIRE PROTECTION NOTES:
DWG NO.| DRAWING TITLE SHEET OF # 1. CONTRACTOR TO ONLY REMODEL A MAX. OF 2 SURGERY ROOMS AT % CLASS Il ICRA UNLESS OTHERWISE NOTED.
— e — ONE TIVE. e 1. EXISTING SPRINKLER HEADS TO REMAIN.
ARCHITECTURAL 2, CONTRACTOR TO USE FREIGHT ELEVATORS FOR CONSTRUCTION CONSTRUCTION OPERATIONS, >~ " IMIZE RAISING DUST FROM NSTALL "IN NEW LOGATION &S SPEGIFED ON DRAWINGS. INSTALL
o SEYCREN o MATERIALS DR STARF. 2. IMMEDIATELY REPLACE ANY CEILING TILE DISPLACED FOR VISUAL TO PROVIDE ADEQUATE COVERAGE IN ROOMS. CENTER HEADS IN
K FLOOR PLAN 30F 5 3. CONTRACTOR TO REUSE EXISTING CEILING GRID AND ACT IN ALL INSPECTION (OPEN CEILING TILES WILL NOT BE ABANDONED). 2 X 4 CEILING TILES, TYP.
A2 FLOOR PLAN 4 0F 5 LOCATIONS AS REQUIRED, IF MATERIAL IS IN NEW CONDITION. 3. REPLACE ANY STAINED/SOILED OR DAMAGED CEILING TILE WITH NEW SPRINKLER HEAD CLASSIFICATION: QUICK RESPONSE OR MATCH
AL ELEVATION AND DETAILS 50F 5 TILES. :
4. THE EXISTING HOSPITAL IS FULLY SPRINKLERED. MODIFICATIONS TO EXISTING. PIPING: TYPE L COPPER OR MATCH EXISTING
EXISTING SYSTEM SHALL BE IN FULL ACCORDANCE WITH NFPA 13, VA CLASS Il (INCLUSIVE OF CLASS 1)
REQUIREMENTS, AND LOCAL FIRE CODES. 1. PROVIDES ACTIVE MEANS TO PREVENT AIRBORNE DUST FROM iBovaR%vE‘\[i\ENgFE;ERS\EO%‘NA%E%TES@/EE\F‘\NEDABOANNDDORNAEWD\NEENEN%M‘ONS
DISPERSING INTO THE ATMOSPHERE. Doin AmEae Al DEEVED NECEetamy
SITE PLAN 5. CONTRACTOR TO ADHERE TO ALL ICRA AND ILSM REQUIREMENTS. 2. WATER MIST WORK SURFACES TO CONTROL DUST WHILE CUTTING. :
3. SEAL UNUSED DOORS WITH DUCT TAPE.
, 6. PATCH, REPAIR AND PAINT ALL NEW AND EXISTING EXPOSED GYPSUM 4. BLOCK OFF AND SEAL AIR VENTS. 4. CUT AND CAPEXISTING SPRINKLER THEAD AND - FIPING.
> = BOARD WALLS AND CEILINGS AS INDICATED ON THE CD'S. ‘SF NPELQSEDDUST MAT AT ENTRANCE AND EXIT- OF WORK AREA, KEER DAMP | o bROVIDE CONCRETE SKIM COAT FLOOR TO MAKE EVEN AND
(V] . .
5 n 7. DIMENSIONS SHOWN ARE TO FACE OF STUD. EXTERIOR DIMENSIONS 6. CONTAIN CONSTRUCTION WASTE BEFORE TRANSPORT IN_TIGHTLY SMOUTH SURFACE AT ALL DEMOAREAS AND AS REQUIRED.
< = ARE TO FACE OF FOUNDATION, FACE OF CONCRETE AND MASONRY UNITS. COVERED CONTAINERS. WIPE DOWN EQUIPMENT BEFORE REMOVING FROM 6 DEMOLITION:  REMOVE AND REINSTALL EXISTING SPRINKLER
3 THE WORKSITE. ~ :
1
o 8 DO NOT SCALE DRAWINGS. 7. UPON COMPLETION, WIPE WORK SURFACES WITH DISINFECTANT, WET 3@% ;%NCGO?EQ‘T%EDWW NEW MECHANICAL, ELECTRICAL
=T MOP AND/OR VACUUM AND REMOVE ISOLATION OF HVAC SYSTEM. :
e 9. ALL WORK SHALL BE ERECTED AND INSTALLED PLUMB LEVEL, SQUARE S ALL WORK SHALL BE PERFORMED IN ACCORDANCE WITH LOCAL
AND TRUE AND IN PROPER ALIGNMENT. CLASS Il (INCLUSIVE OF CLASS | AND II) CODES. ORDINANCES. REGULATIONS AND NEPA 13
1. OBTAIN INFECTION CONTROL INVOLVEMENT BEFORE CONSTRUCTION ’ ’ '
10. ALL ADA REQUIRED DOORS MIN. DISTANCES FROM THE WALL TO DOOR BEGINS.
8. PROJECT SHALL BE COORDINATED WITH OTHER TRADES AND
SHALL BE 18" ON THE PULL SIDE AND 12" ON THE PUSH SIDE. 2. COMPLETE ALL CRITICAL BARRIERS OR IMPLEMENT CONTROL CUBE SUALL INCLUDE ALL ITEMS NECESSARY FOR A COMPLETE AND
METHOD BEFORE CONSTRUCTION BEGINS. FULLY OPERATIONAL FIRE SUPPRESSION SYSTEM FOR THE TENANT
11. MANUFACTURED MATERIALS, EQUIPMENT, ETC., SHALL BE INSTALLED IN 3. CONTROL AIRFLOW: ISOLATE HVAC SYSTEM IN ARFAS WHERE WORK IS SPACE AS REQUIRED. PROVIDE ACCESSORIES AND INGIDENTAL
ACCORDANCE WITH THE MANUFACTURER'S RECOMMENDATIONS AND BEING PERFORMED AND MAINTAIN NEGATIVE AIR PRESSURE WITHIN WORK TEMS AS REQUIRED FOR A COMPLETE SYSTEM WHETHER OR NOT
INSTRUCTION, UNLESS OTHERWISE NOTED. SITE. SPECIFICALLY SPECIFIED OR SHOWN
4. COVER TRANSPORT RECEPTACLES OR CARTS. WIPE DOWN EQUIPMENT '
CONTRACTOR Ute N 12. PROVIDE FIRE , SMOKE ALARM SYSTEM PER CODE REQUIREMENTS. BEFORE REMOVING FROM THE WORKSITE. 9 FINAL LOCATION OF ALL SPRINKLER HEADS SHALL BE
PARKING — AR ¢ = 5. SEAL HOLES, PIPES, CONDUITS AND PUNCTURES APPROPRIATELY. SUBMITIED 10 COR FOR APPROVAL  RELOCATE AND OR ADD
13. FIRE ALARM WORK = SIMPLEX GRINNELL. 6. USE APPROPRIATE PROTECTIVE CLOTHING. HEADS AS NECESSARY TO OBTAIN LOCATION SPACING DESIRED BY
7. UPON COMPLETION, DO NOT REMOVE BARRIERS UNTIL INSPECTED BY COR.
, LU L, (= R L 14, FIREBLOCKING SHALL BE INSTALLED WITHIN CONCEALED SPACES OF SAFETY AND INFECTION CONTROL AND THOROUGHLY CLEANED BY
; EAST 9TH AVENUE 2 EXTERIOR WALL FINISH & OTHER EXTERIOR ELEMENTS WHERE PERMITTED HOUSEKEEPING. REMOVE BARRIER MATERIALS CAREFULLY, ROLL PLASTIC
. > OF COMBUSTIBLE CONSTRUCTION OR ERECTED WITH COMBUSTIBLE FRAMES, ONTO ITSELF AND CLEAN HARD WALLS, TO MINIMIZE SPREADING OF DIRT
S o AT MAXIMUM INTERVALS OF 20 FEET. AND DEBRIS.
— T
= S 15. ALL OWNER PROVIDED ITEMS WILL BE COORDINATED BETWEEN THE CLASS IV (INCLUSIVE OF CLASS I, Il AND II1)
GRAPHIC SYMBOLS OWNER AND CONTRACTOR, FOR COORDINATION OF TYPE AND 1. RELOCATE VULNERABLE PATIENTS OR
Fp—— REQUIREMENTS OF EQUIPMENT AND TIME REQUIREMENTS TO KEEP A 2. RELOCATE ALL PATIENTS AND STAFF.
A INTERIOR ELEVATION SCHEDULE.
Gy DWGTITLE LINE A\ DETAIL NUMBER
oo T SHEET NuBER 16. DOOR HARDWARE PROVIDER TO VERIFY THAT ALL DOORS AND DOOR
TOPAE — -
L FLEVATION. TARGET FLEVATION NUMBER HARDWARE MEET THE REQUIREMENTS OF THE AMERICANS WITH DISABILITIES
—~ BUILDING ELEVATION  BULDING ELEVATION ACT (ADA), AND ALL OTHER GOVERNING CODES AND STANDARDS.
P DRAWING NUMBER = DRAWING NUMBER
SHEET NUMBER —
/ CUT LINE THROUGH 5KSHEU NUMBER 17. FIELD VERIFY ALL MEASUREMENTS PRIOR TO CONSTRUCTION.
g BUILDING %
WALL SECTION @ ) ENLARGED PLAN/ 18. PROVIDE SHOP DRAWINGS, FOR APPROVAL, FOR ALL DOORS &
;tDRAW‘NG NUMBER l_j DETAIL REFERENCE W‘NDOWS PR‘OR TO FABR‘CA‘HON VA PROJECT TEAM
- STNe R INTERIM LIFE SAFETY MEASURES NOTES (ILSM):
CUTLINE CROSSES WALL , . '
DETAIL WALL TYPE TAG 19. PROVIDE COLOR SAMPLES, FOR APPROVAL, OF ALL PRODUCTS PRIOR ( ) SEQEE/TNS - %VL\‘E%S ggmﬁi\gm“g 8';';1%5';
) - TO FABRICATION. .
%giég‘TN%UTAUB%EER 0 DOOR TAG P APPLICABLE: VA ECHS MEDICAL CENTER  ROCKY MOUNTAIN CONSOLIDATED CO. CENTER
¥cur LINE CROSSES ITEM »~&.  FLAGNOTE STAGED 20. PROVIDE BACKER ROD AND SEALANT AT ALL SEALANT LOCATIONS AS HOT WORK PERMITS. 1055 CLERMONT STREET élggDiLEwggsggﬁgAvE, SUITE 900 -
S RCP MATERAL AND REQUIRED. PERMITS MUST BE OBTAINED 24 HOURS PRIOR TO COMMENCEMENT DENVER, CO 80220-3808 INTEGRATED PROJECT TEAM 0
p Roo NUVBER e OF WORK, WHENEVER POSSIBLE. ORIGINAL PERMIT TO BE POSTED D)
. = SECURITY WALL 21. CONTRACTOR TO PROVIDE ALL EQUIPMENT REQUIRED TO COMPLETE ) DESIGN INTENT END USERS  ELECTRICIANS
N o ARRON GeAbIC WHERE WORK IS BEING PERFORMED: CONTRACTOR MUST RETURN
THE USE OF CARD READER AND HARDWARE. FMS PLUMBERS INTERIOR DESIGNERS =
. PERMIT TO SAFETY OFFICE WHEN WORK IS COMPLETED. ASREN ZETHREN Aty
27HR FIRE RATED WALL FIRE WATCH. CONTRACTOR MUST INITIAL, DATE AND TIME EVERY 30 O
PH:303.399.8020 EXT. 3103 INFECTION CONTROL =
PHASING MINUTES AFTER HOT WORK HAS STARTED. 505 e o Ot —
SPRINKLER WORK. CONTRACTOR TO OBTAIN (HOT WORK PERMIT b @)
ALL WORK WILL BE PHASED AND APPROVED BY COR AND VA PRIOR TO ANY WORK CONSISTING OF CUTTING, WELDING, ABBREVIATIONS D
SERSONNEL. WORK TO TAKE PLACE DURING  BUSINESS HOURS SOLDERING, BRAZING, ETC) PERFORMED OR WHEN SPRINKLER D T — — o/
UON. IF WORK CAN NOT BE COMPLETED DURING BUSINESS HOURS SYSTEM IS COMPROMISED FOR MORE THAN FOUR (4) HOURS. § Ew o EAN —
WORK WILL BE SCHEDULED AT NIGHT OR ON WEEKENDS. <N\>C N conRacT i CONCRETE MASONRY UNIT <P
CONTRACTOR TO COORDINATE EACH TASK AND PHASE WITH COR CONTRACTOR TO PROVIDE WARNING SIGNAGE AND DIRECTIONAL A ANl et o oo =
AND STAFF TWO (2) WEEKS IN ADVANCE. SIGNAGE THAT SHALL BE POSTED IN CONSTRUCTION AREA WHILE e T T seaLe gy STAINLESS @)
AFTERHOURS WORK IS 4:00PM TO 7:00AM WORK IS PERFORMED. L AR NS NOT PATiD O
CONFINED SPACE. CONTRACTOR TO OBTAIN CONFINED SPACE oA BeENG DT BRI D TR oL
PERMIT PRIOR TO ENTRY INTO MECHANICAL CHASE. ENSURE IT IS ~ O
APPROVED BY VA SAFETY DEPARTMENT AND COR INC. INCORPORATED c CONTROL_JOINT w
' UON UNLESS OTHERWISE NOTED __Q.R.S QUICK RELEASE SPRINKLER .~
. . Drawing Title Project Title Project Number .
PLOTTING NOTES: GENERAL NOTES: OVER SHEET o 8 EAGLITY e Office of
1. FULL SIZE VA. 'E’ SHEET (AS INDICATED) 1. SCALED DIMENSIONS + ARCHITECTURAL DEPARTMENT OF VETERANS AFFAIRS IMPROVEMENT Buiding Number Construction
2. HALF SIZE VA. 'D" SHEET FEATURES MAY NOT BE CORRECT, MEDICAL CENTER BUILDING 1 and Facilties
(1/2 THE INDICATED SCALE) 2. CONTRACTORS + A/E’S ARE RESPONSIBLE 105 5 Clermont Street Approved: Project Director Location Drawing Number Managemem
3. LETTER SIZE: (NOT SCALE) TO FIELD VERIFY ALL DIMENSIONS WITHIN DENVER VA MEDICAL CENTER cs
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DEMOLITION KEY NOTES:

(1) DEMO EXISTING BASE AND UPPER CABINETS, MILLWORK,
PLUMBING AND ELECTRICAL AS REQUIRED TO INSTALL
NEW CABINETS. S.5. COUNTERTOPS TO REMAIN.

(2) REMOVE DOOR AND HARDWARE AS REQUIRED TO INSTALL
NEW DUTCH DOOR. HARDWARE SHALL BE SALVAGED AND
DELIVERED TO LOCKSMITH.

<> REMOVE RESTROOM AND SHOWER FIXTURES, CAPF
PLUMBING AND SEAL DRAINS FLUSH WITH FINISH

(@) REMOVE DOOR HARDWARE AS REQUIRED TO [INSTALL
CARD READER AND INSTALL ANY REQUIRED HARDWARE

10 MEET CODE.

REMOVE ACT CEILING AS REQUIRED TO [INSTALL

&) SUPPORTS AND ANCHORS AS REQUIRED.

REMOVE CEILING GRID AND TILES AS REQUIRED TO

= 5 gﬁmf RENOVATION A wEi,,LDpO,, 4 CARD READER 7 %4@1,@0,,7 DEMO CABINE TS (&) INSTALL AND RELOCATE LIGHTS, SMOKE ALARM AND
R i i ) STROBS AS REQUIRED FOR INSTALLATION.
o (7y REMOVE BASE AND CABINET THEN PATCH FLOOR AND
. BASE AS REQUIRED TO MATCH EXISTING.
>
B REMOVE ALL BASE CABINETS WITHOUT DISTURBING THE
- STAINLESS STEEL COUNTER TOP AND PLUMBING. PATCH
. B e . - AND REPAIR FLOOR AND WALLS TO MATCH EXISTING AS
= - - - . o REQUIRED.
. | —=======3) R —
n (9) L] | | (3y REMOVE UPPER CABINETS, PATCH AND REPAIR WALL TO
9 3 J J e —— MATCH EXISTING.
% - T = = \ I

e DEMO WALL FOR FUTURE DOOR
= | I
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2 FULLY SPRINKLERED
% PLOTTING NOTES: GENERAL NOTES: Drawing Title Project Title Project Number OffC f
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g . FULL SIZE VA. E" SHEET (AS INDICATED) 1 SCALED DIMENSIONS + ARCHTECTURAL DEPARTMENT OF VETERANS AFFAIRS DEMOLITION PLAN and FLOOR PLAN KAYP%?/@%A”E@ i Nomber Construction
3 2. HALF SIZE VA, "D" SHEET FEATURES MAY NOT BE CORRECT. MEDICAL CENTER BULOING 1 and Facilties
< (1/ 2 THE INDICATED SCALE) 2. CONTRACTORS + A/ E's ARE RESPONSIBLE Approved: Project Director Location Drawing Number M
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1ET150 DEMISING WALL

AD1 10 PATIENT LIFT

TM

cC10/ & bC106 CABINET REPLACEMENT

90126 DUTCH DOOR

w 2 3 4 5 6 7 8 9 |
T [ ||
— - —
~—NEW DOOR . =
L, 11/ MATCH ADJACENT DOQR
PRIVACY HARDWARE i o
[:J 1E130 L_J =l - —
1 RN
oloelolelo . v
I
9C126 \
8 TET308B @ 4AD110 7 D @ @
- — 3 ] 6C108
; | 1E130A D | (8)
////T NEW DOOR 5C107
(&) j//w MATCH ADJACENT DOOR
(5) [ /__|J [PRIVACY HARDWARE 5 (\\N///w \

@ 1/4" = 1'-0 2 1/4" = 1'-0 5 1/4" = 170’ 4 1/4" = 170’
INSTALL o
‘ 9/ PLEX A Construction Notes:
C . eLeCl. PLUGS o . : N :
6B1I4A O 1. 1.Install a demising wall in room 1E130 spliting the room in half.
s - D/ Wall is to go from the floor to the underside of the ceiling grid.
\\ NEW S S Provide a level 4 finish, paint to match, base to match, and paint all
5 1’ SHEIVES FlO0R —— SARLVING walls to match the existing color. Relocate lights, sprinkler and
) TO CEILING 102 ‘ p R HVAC as required. Install new lights, individual light swithes,
c1 @ alarms, strobs, sprinkler heads and pipe, HVAC return and suppy
6B114 @ @ lines as required, and balance the two new rooms as required. Install
: — 0 — a minimum of 2 new electrical boxes on each side of new wall as
| EXISTING BACK EXISTING SINKS : ; ;
= required by code. Install 2 new data receptical boxes on each side of
12 TM///) SPLASH AND quirec by >l 2 New PHCAL DOXES °!
L 20UNTERTOP—— / wall, location to be determined by user.
/ RN | 2. Install a design/build patient lift system in room 4D110 above the
| T T | ceiling to match the existing equipment and systems in the adjacent
@ NEW S.S5. LEG b b rooms. All equipment shall be removed and reinstalled by the
/ / SUPPORT AS \ @ \ contractor as required to install the lift system. Remove and replace
< REQUIRED or provide new ceiling grid as required to install lift system. Install
! —— _ NFW S.S |7 new electrical for the lift system as required by the equipment
. L SHELVING L N i i manufactor and located by the user. Replace sprinkler heads to low
| profile as required for the operable lift system. Relocate and balance
HVAC as required for the installation of the lift system.
5 oB114 RENOVATION A SLDG 4 CARD READER 7 cC10/ CABINETS 3. In rooms 6C107 and 6C108 remove base and wall cabinets. Stainless
/4= 10 /4= 0 /A= =0 CONSITRUCTION KEY NOTES: steel counter top, back splash and plumbing is to remain. Patch and
repair floor and walls where the cabinets are removed (match
existing). If a patch is to be painted, paint the entire wall. Once the
@ ALL FURNITURE AND FIXTURES ARE TO BE MOVED AND _ _ !
STORED IN A SAFE LOCATION AS INDICATED BY VA repairs are completed install stainless steel legs, supports, lower
NEW S.S STAFF. shelves and wall shelves.
- SHFLVING ——— 4. Remove door and hardware for room 9C126 and replace with dutch
@ @ PROVIDE A SHELF ON SINGLE PANEL DOOR AND door, shelf and hardware. Paint adjacent frame as required to match
HARDWARE AND REPLACE WITH A WOOD DUTCH DOOR existing. Finish door as required to match existing. Dutch doors must
® ® WITH INDIVIDUAL LOCKING HARDWARE. DOOR IS TO MEET meet NFPA 101, 2012 code requirements as noted in section
CISTING BACK . STATE AND LOCAL CODES. MATCH EXISTING ADJACENT 19.3.6.3.13 and meet the minimum smoke requirements.
DOOR COLOR. . In room remove and cap / patch toilet and shower fixtures
i COUNTERTOP — 3 CEW CARINET BROVIDED s0 that shelving can be installed. Build up a flat floor in the shower
/ \ 2V OWNER AND INSTALLED PROVIDE SHELVING IN SHOWER STALL THAT IS 2" DEEP prior to installation of sh_elvmg /_Cablnets. Shel\_/lng s_hall be a_ble to
‘ — : ‘ DY CONTRACTOR. AND ADJUSTABLE VERTICALLY. PROVIDE L’ SHAPED support 50 Ibs psf. Shelving/Cabinets sha_ll not inhibit the sprlnkle_r.
© NEW 5.5 LEG I R SHEIVING IN PREVIOUSLY TOIET AREA THAT IS 127 6. Install a card reader on the Southern outside door to builing 4. This
/ / ?{%PE%RETD AS \ \ OEEE AND ADJUSTABLE. SHE|VING SHA[| BE A shall include all equipment required to tie into the existing system.
S @ ClLEANAB| E | AMINATE dR MYLAR FINISH (WHITE) This door is required to meet code whe. n completed. Provide a door
\M r ’ sensor on the inside to outside so that the door will not alarm yet the
NEW S S % PATCH FLOOR AND WALL : _ _
SOFLVING AND BASE TO MATCH SROVIDE NEW | OCKING HARDWARE ON DOOR. CONSULT passage door handle must st_lll be depressed to activate egress. This
= = = = | EXISTING. @ WITH [ OCKSMITH FOR KEYING will keep people from entering from the exterior if someone walks
° past the sensor
7. Phasing and after hours work will be required in multiple areas of
INSTALL NEW CARD READER DEVICE AT LOCATION
cC108 CABINETS @ COORDINATED WITH EXISTING CONDITIONS AND ADA work.
3 R CONSTRUCTION KEY NOTES: i i ! —
1/4 1'-0 . MOUNTING HEIGHTS TO MINIMIZE IMPACT AND 8. The center accent ﬂoonng shall be replaced IN rooms (Surgery bayS U1
1,2,3,4,5,6,7) 4A105, 4A103A, 4A101A, 4A104, 4A106, 4A112,
(7) INSTALL NEW PARTITION WALL TO UNDERSIDE OF (5) MODIFY THE SPRINKLER SYSTEM 4o HVAC AS REQUIRED e e e 4A111 and 4A110. The welded vinyl shall be removed inches S
CEILING, PROVIDE METAL EDGE 'J' EDGE AT TOP OF 1O MEET CODE ANDINSTALLATION - OF - EQUIPMENT. CONDITIONS AS REQUIRED FOR DEVICE INSTALLATION beyond the accent center vinyl. The subflooring shall be cleaned and —
- WALL GYP BD. BRACE AS REQUIRED. PAINT AND FINISH VERIFY FINAL LOCATION d OPERATIONAL RE U\REM’ENTS patched prior to installation of the vinyl rooring.Amaximum of 2
3 | TO LEVEL 4, MATCH EXISTING COLOR. INSTALL NEW (&) REWIRE LIGHTING SO THAT EACH ROOM HAS WITH COR. o - rooms shall be done per weekend. The strickest of ICRA O
| | NEW SHELVES BASE TO MATCH EXISTING AND PROVIDE ONE ELECTRICAL INDEPENDENT SWITCHES AND MOVE & INSTALL LIGHTS requirements will be required for this construction. The new vinyl —
e AS REQUIRED TO DISPERSE LIGHT IN DIVIDED ROOM d a y
| | BY CONTRACTOR BOX AND PLUGS, AND ONE DATA ON EACH SIDE OF ' @ INSTALL 6 SHEIVES. BOTTOM SHELE SHALL START 247 flooring shall be welded to the existing flooring. The installation and %
WALL. ’ . cure time for the flooring is a maximum of 4 days.
| | @ INSTALL A PATENT LIFT SYSTEM (DESIGN/BUILD) ABOVE RUMERLDORARD AL SHELE ABUVE S RALL BE TS 9. The stair at the main ent?ance of buiding 7 shallybe removed and 0%
| | wew capner (@) EXISTING FINISHES TO REMAIN, PATCH AND PAINT, DR S e replaced with new cast in place stairs and partial ramp and landing. '
B S e e e s 2
| | (3) PROVIDE FIRE, SMOKE AND STROBE AS REQUIRED 1IN AVAC, PLUMBING, SPRINKLER SYSTEM, SMOKE AND AR AR PRI A BEULIRE D, PROVIDE 2 PLELTRIGAL This work will need to be done over a weekend so that the stairs and O
| | —ACH ROOM. ALARM SYSTEM As REQUIRED FORINSTALLATION OF  THIS # PLEX PLUGS, ONEONEACH SIDE OF DOOR. ramp are shut down for a minimum number of days during the week O
REPORTS TO COR. ° FOR THE EXISTING COUNTERTOP. PATCH AND REPAIR stairs and steel railing. L
9 ob114 SHELVES ALL WALLS AND FLOOR AS REQUIRED. INSTALL NEW S.S.
/4= -0 SHELF SIMILAR TO EXISTING ON THE WALLS. Scale: 1/2'=1-0
Drawing Tl Project Tl Project Numb
PLOTTING NOTES: GENERAL NOTES e e e Rt Office of
I FULL SIZE VA, 'E° SHEET (AS INDICATED) 1. SCALED DIMENSIONS + ARCHTECTURAL DEPARTMENT OF VETERANS AFFAIRS FLOOR PLAN AND ELEVATIONS KAYP%?/@%A”E@ i Nomber Construction
2. HALF SIZE VA.'D’ SHEET FEATURES MAY NOT BE FORRECT. MEDICAIL CENTER 2 BUILDING and Facilities
(1/ 2 THE |ND|CATED SCALE) 2 CONTRACTOHS + A/ E S ARE HESPONSBLE 105 5 Cl erm Ont StI‘ e et Approved: Project Director Location Drawing Number Management
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VARIES

VARIES

4AT17

=/ |

VARIES

4A112

VARIES
——

— J

|

V VARIES V

4A110

NN
|
S

4A109

i

I 7 S P

VARIES

VARIES
| 4,_‘ 4AT03A
I
. [ — |
VARIES VARIES L, é
1 1 - f“[
— [ 1
4A104
\. 7 zj
4A1006 % 4A105 %
i %
g |V WM J\ [
| P
GENERAL DEMO NOTES: \ =
(Surgery bay's 1, 2, 3, 4, 5, 6, 7) GENERAL CONSTRUCTION NOTES: O
1. PATCH AND REPAIR ALL SUBSTRATE AS REQUIRED TO -
jil??’ 4A(j OLEAA{HL)LAWOWA? AAT04, 4AT06, 4ATTZ BOND VINYL FLOORING TO SUBSTRATE FLOORING. G
an 2. MINIMIZE SEAMS AND ALL SEAMS SHALL BE WELDED )
] EUR%ERY DAY 1. REMOVE MEDICAL EQUIPMENT FROM ROOM AS REQUIRED VINYL. 0/
AND MFEET ALL ICRA RFQUIREMENTS. SELFECTIVELY DEMO 3. VINYL FLOORING AND SUB—FLOOR SHALL BE DESIGNED —
VINYL FLOORING AND SUBSTRATE AS RFEQUIRED FOR 10 MEET THE PSF FOR THE EXISTING EQUIPMENT WITHIN THE )
INSTALLATION OF NEW FLOORING, WHILE PROTECTING SURGERY ROOMS. | | =
ADJACENT VINYL FLOORING. 4. The center accent flooring shall be replaced in O
rooms (Surgery bay's 1, 2, 3, 4, 5, 6, 7) 4A105, 4A103A, O
2. WORK TO BE DONE ON A TOTAL OF 1 ROOM AT ONE A 4AT0TA, 4A104, 4A106, 4A112, 4A111 and 4A110. The
TIME. WORK MAY BE CANCELED DUE TO EMERGENCY welded vinyl shall be removed inches beyond the accent o/
SURGERY. center vinyl. The subflooring shall be cleaned and patched O
prior to installation of the vinyl flooring. A maximum of 2 1 -
rooms shall be done per weekend. The strictest of ICRA
requirements will be required for this construction. The new
vinyl flooring shall be welded to the existing flooring. The
installati d ti for the floori @ @
mesj g@o’m and cure time for the flooring is @ maximum FULLY SPRINKLERED o 110
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NOTE: PRESERVE & - 4-0"+ e 5-2"+ -
REPLACE EXIST. . . .
—1"+ —1"+
AT STy 8 1'-1"+ 4 —1"+ MATCH EXISTING
IN PLANTER -4%” MATCH EXISTING
(3) #4 x CONT "f—C‘—
I—} |—’ (2 TOP & 1 BOTT.) \ .
| | | NEW CONCRETE | REMOVE AND
| = PLANTER WALL TO . REPLACE EXIST.
y - - - - - - - - - - - S e - -— REPLACE EXIST. CONCRETE CAPS T SN KRN
= ; T | SLOPE SLAB AWAY | BRICK WALL 1 . ; '/ AT RAMP
- i i JROM CORIER REPLACE EXIST. SOIL — | o el TOUCH UP PAINT
H By NEW EXPANSION IN PLANER WITH N EMBEDDED PLATE %x6x0'—6 | TO MATCH
T ! n = . ST . CLEAN PLANTING SOIL ; Ty At Witk (4) %oxe” EXISTING
. B I & - | H.A.S. @ 37 SPACING AT
- H,,,,,,:, 77777 \ = ' N #4 x§ @12 ——— |- EACH RAILING POST i
- - - 2 - I 1 - - - - - - | - - - - - - - - - - - - - - - - - - AN 720 . o @g
| | | | (‘“ N | I T ] I oY K SLOPE DN. %" /ft. |
| | R | | | - - . R —
I o \ | \ . - - - - il
0 ¢RAMP DOWN : / e : PRESERVE EXIST. —prlogr g PPN ) o -
| | | } I } T L } DOWELS’ TYp. olle = f 4 9. A = N A - B Tn (@]
= I 58 b an ~ I | | 44w 2 @127 ——/53' e 2
N :/\ \1777777777777777777777777777777777777777777777777777777777777?;A\7777 h _..b—u 8= —r
By P ' T 12 MIN- 1 4) 46 x 8'-0 TOP/ L
- | n N\ \/REPA\R SPALLED CONCRETE WITH . H— (4) #6 x o (4) #6 x CONT.
© - Gz POLYMER—MODIFIED PORTLAND | CENTERED OVER SOUTH - =~  BOTT.
- 1k CEMENT REPAIR MORTAR SUPPORT BEHIND
© o NEW SLAB & BEAM | JEXISTING TO REMAIN
| . . | |
iR
N )
| — NEW CONCRETE STAIR, . q
' iR RAMP, LANDING SLAB
: » - - — & BEAM, PROVIDE
3N | NEW RAILING TO NE
| 7.2/ MATCH EXISTING. | |
6 —6)"+ .
MATCH EXISTING
b4 -6"f F.V.| 200-0"% F.V. ! o+ FLV. ! -
| 7
21-0"+ F.V. . .
o/o\
N O T
i | |
| |
PLAN NOTES: g
1. EXISTING CONCRETE STAIR, LANDING AND INDICATED PORTION OF RAMP SLAB AND BEAM TO BE DEMOED. ) )
EXISTING CONCRETE GRADE BEAMS AND REINFORCING DOWELS TO REMAIN. SEE SECTIONS FOR DIMENSIONS LN L
AND REINFORCEMENT OF NEW CONCRETE STAIRS, LANDING AND RAMP SLAB AND BEAM. )
2. ALL REINFORCING TO BE EPOXY COATED. - - -
3. FIELD VERIFY (F.V.) ALL DIMENSIONS AND CONDITIONS PRIOR TO CONSTRUCTION. | |
W 1/47 = 1'=0" BUILDING 7/
NSTALL NEW 3/4" = 1'=0 BUILDING 7/
SAFETY AND
HANDRAIL TO
eretmur yet MATCH EXISTING
. : , . . RAILING.
DOWELS, TYPICAL #4 x 5-0 @ 12 #4 x =09 @ 12
CENTERED OVER GRADE Yo PAINT TO MATER|
44 @ 12 BEAM BEYOND Y 6 TREADS @ 12
=
FACH wmﬁ . SLOPE DN. J" /tt. ‘ ‘ SLOPE %" TO TOE
—! R - — - zr ) =+ \-.
\\\ | .1—,,' “71—. ﬂax_ .!—.41—‘ ..4 — i A aT — : I
Z 'q.'. e e S} . R [ AN H b
4 . 4 . — . 4 4dle o I,
[ \ e R
| | ) .
| | x
| |
| | - =
| | 4 -
| | - ~
| | ©
i | | e 44 @ 14 &
| | | o %
| | | NI . v
} } } N 44 o A.. _
» o SOTE < CENERAL NOTES
| | | L = INSTALL NEW
| i | N ~ i AN 1. DESIGN CODES:
| | | L e PRESERVE EXIST. DOWELS® | I MATCH EXISTING A.  INTERNATIONAL BUILDING CODE (IBC 2009) AS AMENDED BY THE 2011 DENVER BUILDING CODE.
L | | NS RAILING. B. REFERENCE IBC CHAPTER 35 FOR ADDITIONAL CODES USED IN DESIGN (ASCE/SEl 7-05,
} } 3.4 X PAINT TO MATCH AISC 13th EDITION, ACI 318—05, ETC.)
| | Ne 2 — 2. DESIGN LIVE LOADS:
| | E—— ‘ N A.  STAIRS AND RAMP: 100 psf
} } 3. CONCRETE:
| | A.  ALL CONCRETE SHALL CONFORM TO THE SPECIFICATIONS FOR STRUCTURAL CONCRETE FOR BUILDINGS,
| | . ACl 301, AND BUILDING CODE REQUIREMENTS FOR STRUCTURAL CONCRETE. ACI 318, LATEST
| } } . MATCH EXIST. EDITIONS.
| | ole B. ALL CONCRETE SHALL BE MADE WITH STONE AGGREGATE AND SHALL DEVELOP 4,500 psi
| | SO ExeTiG COMPRESSIVE STRENGTH IN 28 DAYS. CONCRETE MIX DESIGN; 0.45 MINIMUM WATER/CEMENT RATIO,
ol | <TAR AND 47 MAXIMUM SLUMP, 3" MAXIMUM AGGREGATE, TYPE Il CEMENT, AIR ENTRAINMENT 6% + 2%
' Sl LNSTALL NEW PROVIDE 1J4 POUNDS PER CUBIC YARD OF POLYPROPYLENE FIBERS.
| | STAR AND C. ALL REINFORCING SHALL BE HIGH STRENGTH DEFORMED BARS, GRADE 60, ASTM A615 LATEST
B I =N EDITION, WITH 60,000 psi MINIMUM YIELD POINT. ALL REINFORCING TO BE EPOXY COATED.
| e D.  REINFORCEMENT PROTECTION:
©| | _ _ ] 1. CONCRETE POURED AGAINST EARTH . . . . . . . . .. ... .. 3"
L 2. CONCRETE POURED IN FORMS BUT EXPOSED TO WEATHER OR EARTH:
a.  IF BARS ARE LARGER THAN No. 5 . . . . . . . ... ... 2"
P ) M 73N b. IF BARS ARE No. 5 OR SMALLER . . . . ... . ... .. 10
_ \a7.2) E.  ALL BAR LENGTHS ARE DRAWN TO SCALE UNLESS NOTED. NO SPLICES OF REINFORCEMENT SHALL
BE MADE EXCEPT AS DETAILED OR AS AUTHORIZED BY THE STRUCTURAL ENGINEER. LAP SPLICES, —
| WHERE PERMITTED, SHALL BE A MINIMUM OF 48 BAR DIAMETERS UNLESS OTHERWISE NOTED. LL_|
F DETAIL BARS IN ACCORDANCE WITH ACI DETAILING MANUAL AND ACI BUILDING CODE REQUIREMENT
FOR REINFORCED CONCRETE. m
G. PROVIDE ALL ACCESSORIES NECESSARY TO SUPPORT REINFORCING AT POSITIONS SHOWN ON THE
PLANS.
H.  SLABS SHALL NOT HAVE JOINTS IN A HORIZONTAL PLANE. ALL CONSTRUCTION JOINTS SHALL BE =
AS DETAILED OR AS APPROVED BY THE STRUCTURAL ENGINEER. O
J.  NO WELDING OF REINFORCING SHALL BE PERMITTED UNLESS SPECIFICALLY DETAILED OR APPROVED
BY THE STRUCTURAL ENGINEER. —
4. STEEL: —
A.  STRUCTURAL STEEL SHALL CONFORM TO THE FOLLOWING:
- STAIR AND RAMP SECTION 4 SACK STAIR TO #/ T ANGLES, CHANNELS, PLATES, ETC. . .  ASTM A36 )
; ; ; P— 2. WELDS . ... E70, LOW HYDROGEN ELECTRODES
3/4" = 1"-0 BUILDING 7 3/4" = 10 ALTERNATE #1 B. STRUCTURAL STEEL SHALL BE DETAILED AND FABRICATED IN ACCORDANCE WITH THE 13th EDITION )
OF AISC MANUAL OF STEEL CONSTRUCTION AND CODE OF STANDARD PRACTICE. M
C. ALL WELDERS SHALL HAVE EVIDENCE OF PASSING THE AWS STANDARD QUALIFICATION TESTS.
D. EMBEDDED PLATES TO BE HOT DIPPED GALVANIZED. CLEAN FIELD WELDS AND ABRADED AREAS i
AND APPLY GALVANIZING REPAIR PAINT ACCORDING TO ASTM A780. m
5. NOTCHING OR CUTTING OF ANY STRUCTURAL MEMBER IS PROHIBITED UNLESS SPECIFICALLY DETAILED ON
THE STRUCTURAL DRAWINGS. —
6. NOTIFY ANDERSON & HASTINGS IMMEDIATELY IF CONDITIONS NOT COVERED BY THESE DRAWINGS ARE
EXPOSED DURING CONSTRUCTION. O
7. CONTRACTOR MUST VERIFY ALL EXISTING BUILDING DIMENSIONS AND DETAILS PRIOR TO FABRICATION AND
CONSTRUCTION. U
FULLY SPRINKLERED e 110
PLOTTING NOTES: GENERAL NOTES: Drawing Title Project Title Project Number _
| FULL SIZE VA "E' SHEET (AS NDICATED) ' DEPARTMENT OF VETERANS AFFAIRS BUILIDNG 7 STAIR AND RAMP FY 13 FACILITY E— Hioe o
. A 1. SCALED DIMENSIONS + ARCHITECTURAL MPROVENENT uding Nmber Construction
2. HALF SIZE VA.’'D" SHEET FEATURES MAY NOT BE CORRECT C C TRt
-(/ A ) ] : MEDICAL CENTER BUILDING 1 and Facilities
)
1/2 THE INDICATED SCALE 2. CONTRACTORS + A/E's ARE RESPONSIBLE m Approved: Project Director Location Drawing Number
3. LETTER SIZE: (NOT SCALE) TO FIELD VERIFY ALL DIMENSIONS WITHIN 1055 Clermont Street DENVER VA MEDICAL CENTER Management
REVISED CONSTRUCTION REVIEW SET 8/5/2013 THE PROJECT AREA Denver, Color ado, 80220 Date Checked Drawn Al2
CONSTRUCTION REVIEW SET 6/13/13 ' Department of
- 20 OCT, 2012 T. VIGIL D. /ETHREN Dw 4 of 5 Veterans Affairs
957 CONSTRUCTION REVIEW SET 6/3/13 g
VA FORM 08—6231
w 2 3 4 5 6 7 8 9 |




